Abstract: This paper investigates the results of a Second Law analysis applied to a mobile air conditioning system (MACs) integrated with an internal heat exchanger (IHX) by considering R152a, R1234yf and R1234ze as low global warming potential (GWP) refrigerants and establishing R134a as baseline. System simulation is performed considering the maximum value of entropy generated in the IHX. The maximum entropy production occurs at an effectiveness of 66% for both R152a and R134a, whereas for the cases of R1234yf and R1234ze occurs at 55%. Sub-cooling and superheating effects are evaluated for each one of the cases. It is also found that the sub-cooling effect shows the greatest impact on the cycle efficiency. The results also show the influence of isentropic efficiency on relative exergy destruction, resulting that the most affected components are the compressor and the condenser for all of the refrigerants studied herein. It is also found that the most efficient operation of the system resulted to be when using the R1234ze refrigerant.
Introduction
During the last two decades, R134a has been one of the most important refrigerants used in domestic refrigeration, air conditioning systems, and chillers. However, according to the restrictions on chlorofluorocarbons and hydrofluorocarbons agreed in the Montreal Protocol [1], R134a has a global warming potential (GWP) of approximately 1300, thus contributing significantly to the greenhouse effect. To protect the environment, different regulations that limit the use of refrigerants with high GWP values have been approved [2] , so the refrigeration industry is developing new working fluids that have the least possible impact on the environment [3, 4] .
R1234yf, R1234ze, and R152a are alternatives to R134a with low GWP values (less than 150) and also have zero ozone depletion potential. Thus, some papers in the literature are related to vapor compression cycles studies evaluating these refrigerants [5] [6] [7] .
The drop-in replacement analysis of R134a has been studied by some researchers around the world. For example, Lee and Jung [8] evaluated the energetic performance in an experimental test bench working with R1234yf under winter and summer conditions. They concluded that it is a suitable refrigerant in mobile air conditioning systems, replacing R134a. According to studies using R1234yf, Zhao et al. [9] evaluated a mobile air conditioning system (MACs) under different load conditions and respect the Second Law efficiency and entropy and exergy analysis of the system when the condition of maximum entropy for this element is applied.
Theoretical Analysis

Scheme Description
The most commonly used air conditioning systems in automobiles are: (a) the Receiver Drier Thermostatic Valve (RD-TX) and (b) the Accumulator Drier Orifice Tube (AD-OT) [20] . Of these two systems, only the first one can control the degree of superheating through the expansion valve. Because of this, the Receiver Drier Thermostatic Valve (RD-TX) system is analyzed in this paper. Further, we contemplate the integration of an IHX into the system in order to contribute to an increase in the efficiency of the cycle. Figure 1a shows the scheme of the RD-TX + IHX system, illustrating the main components. Figure 1b shows a T-s diagram of this system, where the refrigerant enters the compressor as superheated steam (1), increasing its energy in the compressor and exits at an elevated temperature and pressure (2) , then enters the condenser to release energy and reduce its temperature (3) . If sub-cooling is considered, the refrigerant reduces its temperature (4) . Afterwards, when the IHX is used, the refrigerant enters the counter-flow heat exchanger to obtain a sub-cooling effect that will produce an increase in the refrigeration capacity. Subsequently, the refrigerant exits subcooled (5) and enters the expansion valve where it reduces its pressure and goes to the evaporator (6) , here a process of heat absorption by the refrigerant occurs and at the evaporator exit (7), it is possible have a control of superheating degree (8) using the expansion valve. Once the refrigerant leaves the evaporator, IHX enters and an additional superheating is produced (1), which enters the compressor and the cycle is repeated. Second Law efficiency and entropy and exergy analysis of the system when the condition of maximum entropy for this element is applied.
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1. To allow certain excess amounts of liquid supply to the evaporator in order to simplify the control system and enhance heat transfer; According to Figure 1 , the combination of the accumulator and the IHX provides the following advantages:
1.
To allow certain excess amounts of liquid supply to the evaporator in order to simplify the control system and enhance heat transfer; 2.
To withdraw or to deliver extra charge of refrigerant for the regulation of the high side pressure by means of the throttling valve; 3.
To hold a sufficient amount of liquid to cover the needs under all possible working conditions and to compensate unavoidable losses by leakage over a reasonable time; 4.
To introduce suitable amount of lubricant into the compressor by means of either a capillary tube or throttling valve to the suction line; 5.
To provide sufficient gas volume to avoid excessive build-up pressure when the plant is idle at extremely high room temperature.
Operational Scheme Conditions
According to the AC benchmark system of [21] , hot and humid air flows through the evaporator to diminish its temperature, thereby reducing its corresponding dew temperature to remove its moisture. The operating conditions of the simulations carried out in this work are shown in Table 1 . For the sake of simplicity, an average value (287.95 K) of the dew point temperature is considered by considering the maximum (290.75 K) and the minimum (285.15 K) value, holding the same relative humidity (60%). The evaporation temperature is set up at 5 K lower than the dew point inside the air conditioner and the condensation temperature 20 K higher than the temperature outside. The values are presented in Table 1 , and the temperature conditions of evaporation and condensation were established by [21] with the aim of saving energy in the compressor. 
Energy and Exergy Analysis
Energy direction flow cannot be determined by the First Law of Thermodynamics (Equation (1)) because this is a statement of the law of conservation of energy that readily yields the energy balance of the system:
The energy analysis allows to determine the COP, which is a measure of the energy performance of the system. This parameter is written as:
According to the Second Law of Thermodynamics, it is possible to determine the energy flow direction and the Second Law Efficiency can be defined as Equation (3) indicates:
where COP R is defined by Equation (4): The main purpose for exergy analysis is to determine where and how losses occur so that energy may be used most efficiently. The exergy analysis is applied to the components shown in Figure 1 . Simulations are carried out according to the following assumptions: -Isentropic efficiency of the compressor; -Isenthalpic expansion; -Pressure drops in all the connecting pipes and heat transfer between the connecting pipes and the environment are negligible.
Exergy content of a pure substance is defined according to Equation (5):
For each component, exergy loss can be calculated by Equation (6):
and its exergetic efficiency by:
Exergy analysis can help to locate system non-idealities by ranking the components of the system based on the significance of their parts in destroying exergy in the system. In this sense, relative exergy destruction in each element of system can be calculated by Equation (8):
where δ sys can be obtained by:
Condenser rejects heat to the cooling air by an amount q con at the variable sink temperature. For the heat transfer occurring at a variable temperature, the entropic average temperature for the source and sink as detailed by [22] or the effective reservoir temperature detailed by [23] . The entropic average temperature is often used to streamline and simplify the analysis of processes involving variable temperature heat transfer [24] . According to this, the effective reservoir temperature T con is defined as the reference temperature at which the exergy of a reservoir fluid entering at heat exchanger (condenser in this case) is equal to its exergy leaving the heat exchanger. Thus:
or:
Considering that heat from the condenser is rejected to the cooling air at a constant temperature, and according to Figure 1a , exergy balance for each component is listed in Table 2 .
Dincer and Rosen [25] argued that properties of the reference environment, determine the exergy of a system or stream. Thus, it is of utmost importance that we define the condition of reference to simplify the mathematical model. For the present calculation, we take a temperature of 298.15 K and a pressure of 101.3 kPa.
Finally, Table 2 presents each of the main system components (compressor, condenser, expansion valve, IHX, and evaporator) with the respective modeling equations for calculating the thermodynamic variables in the cycle. 
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Results
According to the operating conditions of Table 1 and the characterization presented in Table 2 , the main results obtained by the simulation configuration analyzed for the proposed refrigerants are presented in this section. All simulations were made using the Engineering Equation Solver (EES) software. 
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According to the operating conditions of Table 1 and the characterization presented in Table 2 , the main results obtained by the simulation configuration analyzed for the proposed refrigerants are presented in this section. All simulations were made using the Engineering Equation Solver (EES) software. Figure 2 shows the effect of the IHX on the second law efficiency of the system for the different refrigerants used in this study. The baseline is the refrigerant R134a. The results are obtained by considering a condensation temperature, T con , of TH + 20 K and considering a superheating and sub-cooling temperature equal to zero. It can be observed that second law efficiency of R1234ze exceeds to R134a from effectiveness up to 10%, while R1234yf second law efficiency is maintained below the R134a efficiency over the entire operating range of IHX. In terms of R152a, the integration of the IHX does not have a considerable effect on the efficiency of the cycle. Figure 2 shows the effect of the IHX on the second law efficiency of the system for the different refrigerants used in this study. The baseline is the refrigerant R134a. The results are obtained by considering a condensation temperature, Tcon, of TH + 20 K and considering a superheating and subcooling temperature equal to zero. It can be observed that second law efficiency of R1234ze exceeds to R134a from effectiveness up to 10%, while R1234yf second law efficiency is maintained below the R134a efficiency over the entire operating range of IHX. In terms of R152a, the integration of the IHX does not have a considerable effect on the efficiency of the cycle. Finally, through these results, it is possible to support the importance of integrating an IHX component in the whole system. It is noteworthy that the R1234ze refrigerant is the most optimum for this confinguration.
As for the IHX performance, Figure 3 shows the effect of the effectiveness on the entropy generation for the different refrigerants. It can be seen that the refrigerant with the highest entropy generation values is found to be the R152a, this is because its specific heat capacity is higher than that of the R1234yf, R134a, and R1234ze. The maximum entropy production occurs at an effectiveness of 66% for R152a and R134a, whereas for the R1234yf and R1234ze refrigerants it is shown at 55%, approximately. In Sections 3.1 and 3.2, Figures 4-7 , respectively, have been obtained by taking into account this value in order to know the effect on the system when the entropy generated in the IHX is maximum. Finally, through these results, it is possible to support the importance of integrating an IHX component in the whole system. It is noteworthy that the R1234ze refrigerant is the most optimum for this confinguration.
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Superheating and Sub-Cooling Influence
It is also observed that when the superheating degree is less than 5 K, the second law efficiency for R152a is 7% higher than the R1234yf. It is also found that the second best refrigerant, in terms of the second law efficiency, is the R1234ze when the superheating degree effect is increased. Figure 4b shows the effect of the superheating degree when a sub-cooling degree of 5 K is considered. According to it, the second law efficiency of the system is practically the same when the superheating degree moves in a range of 6 to 8 K for the refrigerants R1234yf and R1234ze. In general, the superheating degree does not have a significant effect on the second law efficiency of the cycle. Figure 4 shows the superheating degree effect on the second law efficiency of the cycle. In particular, Figure 4a depicts the effect of the superheating degree on the second law efficiency of the system when the sub-cooling degree is assumed to be zero. It can be appreciated that the pattern of second law efficiency for the different refrigerants is quite similar as the superheating degree is increasing; however, the effect of this last parameter when the system uses R1234yf is higher than the other refrigerants, showing an increase in second law efficiency of up to 19% in comparison with the R134a refrigerant.
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Evaporating and Condensing Temperature Influence
The effect of the evaporating temperature on the second law efficiency is shown in Figure 6 . No sub-cooling or superheating degree is considered. It can be observed that the maximum efficiency is reached when using R152a, while the minimum value is showed by the R1234yf. The difference in energy efficiency ratio between R152a and R1234ze is only 1%, while when comparing R152a with R1234yf, the difference on second law efficiency is 11%. When the evaporating temperature increases, the cooling capacity increases and reduces compression work. This means that the efficiency by the Second Law increases. In addition, the refrigerant R1234ze shows a second law efficiency higher than the R134a up to 3.5% for the same sub-cooling degree. From the graph, it can be seen that for sub-cooling values below 4.5 K, the refrigerant R152a is better than the other refrigerants proposed, including R134a. When considering 5 K of superheating degree as shown in Figure 5b , it can be seen that R152a is the less affected with only 9.4% of second law efficiency increase. The R1234yf turned out to be the best in the system with a second law efficiency increase of 15.4%. Accordingly, it can be concluded that subcooling must be considered an important variable in order to increase the second law efficiency, mainly helping the R1234yf refrigerant.
The effect of the evaporating temperature on the second law efficiency is shown in Figure 6 . No sub-cooling or superheating degree is considered. It can be observed that the maximum efficiency is reached when using R152a, while the minimum value is showed by the R1234yf. The difference in energy efficiency ratio between R152a and R1234ze is only 1%, while when comparing R152a with R1234yf, the difference on second law efficiency is 11%. When the evaporating temperature increases, the cooling capacity increases and reduces compression work. This means that the efficiency by the Second Law increases. Figure 7 shows the reduction in second law efficiency by effect of increases the condensation temperature for all refrigerants. In this figure, the values of sub-cooling and superheating degrees are considered zero. The refrigerant with the lowest second law efficiency is R1234yf. It is 12.5% lower than the second law efficiency showed by the R152a which is the one with the highest second law efficiency at a condensing temperature of 350 K. Secondly, at the same condensing temperature, the refrigerant with the major second law efficiency is the R1234ze, which is only 1% above R134a. With increasing condensing temperature, the cooling capacity decreases, and therefore the mass flow rate of refrigerant increases, in this way, efficiency by the Second Law decreases. Figure 7 shows the reduction in second law efficiency by effect of increases the condensation temperature for all refrigerants. In this figure, the values of sub-cooling and superheating degrees are considered zero. The refrigerant with the lowest second law efficiency is R1234yf. It is 12.5% lower than the second law efficiency showed by the R152a which is the one with the highest second law efficiency at a condensing temperature of 350 K. Secondly, at the same condensing temperature, the refrigerant with the major second law efficiency is the R1234ze, which is only 1% above R134a. With increasing condensing temperature, the cooling capacity decreases, and therefore the mass flow rate of refrigerant increases, in this way, efficiency by the Second Law decreases. χ(%) Figure 7 . Behavior of the efficiency of the Second Law depending on the condensation temperature. Figure 8 shows the results of relative exergy destruction in relation to isentropic efficiency for each refrigerant including R134a for maximum entropy generation into IHX (Figure 3 ). According to these results, it can be seen the influence of isentropic efficiency on exergy destruction ratio, being the compressor and condenser the components with more exergy destruction ratio followed by the evaporator, the expansion valve and IHX for all refrigerants analyzed. Here, the range of isentropic efficiency with most irreversibilities in the compressor is approximately 10-62%, while for a range of around to 62-100% is the condenser, the component with most exergy destruction.
Isentropic Efficiency and Effectiveness IHX Influence
Also, from the graphs it is showed that the evaporator overcomes the compressor exergy destruction for an isentropic efficiency of 80% approximately and, the expansion valve for an isentropic efficiency of 90%.
Accordingly, it can be noticed that the refrigerant that showed the higher value in relative exergy destruction in the compressor is R1234yf overcoming the system by 8% with R134a when an IHX is used. Furthermore, it is the refrigerant with fewer irreversibilities in the condenser and evaporator with 10% and 6.5% less respectively, when compared with the baseline refrigerant.
On the other hand, R1234ze could be a good option for drop-in replacement of R134a because after R152a is the refrigerant with less exergy destruction in comparison with the R1234yf and R134a. Kabeel et al. [26] , showed R1234ze can be used in applications for evaporating temperatures above 260.15 K and also, power consumption is lower than R134a by about 9% to 15%.
(a) (b) Figure 7 . Behavior of the efficiency of the Second Law depending on the condensation temperature. Figure 8 shows the results of relative exergy destruction in relation to isentropic efficiency for each refrigerant including R134a for maximum entropy generation into IHX (Figure 3 ). According to these results, it can be seen the influence of isentropic efficiency on exergy destruction ratio, being the compressor and condenser the components with more exergy destruction ratio followed by the evaporator, the expansion valve and IHX for all refrigerants analyzed. Here, the range of isentropic efficiency with most irreversibilities in the compressor is approximately 10-62%, while for a range of around to 62-100% is the condenser, the component with most exergy destruction.
On the other hand, R1234ze could be a good option for drop-in replacement of R134a because after R152a is the refrigerant with less exergy destruction in comparison with the R1234yf and R134a. Kabeel et al. [26] , showed R1234ze can be used in applications for evaporating temperatures above 260.15 K and also, power consumption is lower than R134a by about 9% to 15%. Figure 8 shows the results of relative exergy destruction in relation to isentropic efficiency for each refrigerant including R134a for maximum entropy generation into IHX (Figure 3 ). According to these results, it can be seen the influence of isentropic efficiency on exergy destruction ratio, being the compressor and condenser the components with more exergy destruction ratio followed by the evaporator, the expansion valve and IHX for all refrigerants analyzed. Here, the range of isentropic efficiency with most irreversibilities in the compressor is approximately 10-62%, while for a range of around to 62-100% is the condenser, the component with most exergy destruction.
On the other hand, R1234ze could be a good option for drop-in replacement of R134a because after R152a is the refrigerant with less exergy destruction in comparison with the R1234yf and R134a. Kabeel et al. [26] , showed R1234ze can be used in applications for evaporating temperatures above 260.15 K and also, power consumption is lower than R134a by about 9% to 15%. Finally, Figure 9 presents the results obtained in the system using an exergy analysis considering a zero sub-cooling degree and zero superheating degree. Also, the results show that the refrigerant with the greatest exergy efficiency is R152a, overcoming R1234yf by 16%, while the difference between R152a and R134a is 8%. Also, the difference between the R134a and R1234ze refrigerants is the lowest, which is 3%. According to this Figure, although R152a could be the best refrigerant, this is not an option recommended as a drop-in replacement of R134a in cycle with IHX because in mobile air conditioning applications, compressor discharge temperature is high and the condition causes high insecurity in the system due to the flammability of the refrigerant.
Conclusions
In this paper, a Second Law Analysis of a mobile air conditioning system using internal heat exchanger (IHX) with alternative refrigerants to R134a has been presented. The conclusions of the present analysis are summarized below:
1. Considering the point at which the maximum entropy production is reached in the IHX, the use of R1234yf is recommended for a super-heating degree above 8.5 K, since it is at this point where second law efficiency reaches its highest possible value, the above, when no sub-cooling is present. Finally, Figure 9 presents the results obtained in the system using an exergy analysis considering a zero sub-cooling degree and zero superheating degree. Also, the results show that the refrigerant with the greatest exergy efficiency is R152a, overcoming R1234yf by 16%, while the difference between R152a and R134a is 8%. Also, the difference between the R134a and R1234ze refrigerants is the lowest, which is 3%. Finally, Figure 9 presents the results obtained in the system using an exergy analysis considering a zero sub-cooling degree and zero superheating degree. Also, the results show that the refrigerant with the greatest exergy efficiency is R152a, overcoming R1234yf by 16%, while the difference between R152a and R134a is 8%. Also, the difference between the R134a and R1234ze refrigerants is the lowest, which is 3%. According to this Figure, although R152a could be the best refrigerant, this is not an option recommended as a drop-in replacement of R134a in cycle with IHX because in mobile air conditioning applications, compressor discharge temperature is high and the condition causes high insecurity in the system due to the flammability of the refrigerant.
1. Considering the point at which the maximum entropy production is reached in the IHX, the use of R1234yf is recommended for a super-heating degree above 8.5 K, since it is at this point where second law efficiency reaches its highest possible value, the above, when no sub-cooling is present. According to this Figure, although R152a could be the best refrigerant, this is not an option recommended as a drop-in replacement of R134a in cycle with IHX because in mobile air conditioning applications, compressor discharge temperature is high and the condition causes high insecurity in the system due to the flammability of the refrigerant.
1.
Considering the point at which the maximum entropy production is reached in the IHX, the use of R1234yf is recommended for a super-heating degree above 8.5 K, since it is at this point where second law efficiency reaches its highest possible value, the above, when no sub-cooling is present.
2.
The mobile air conditioning system using R1234ze is found to be most efficient than the other refrigerants, because its performance is similar to R134a, even with the integration of the IHX. In fact, it is more efficient than the R152 when the effectiveness is up to 70%. 3.
The sub-cooling and superheating effect is a considerable variable in the efficiency by Second Law because, with this parameter, the second law efficiency of the system increases, improving mainly R1234yf. 4.
Although R152a shows better exergy performance, this refrigerant is not recommended as a drop-in replacement due to its high flammability. The use of this refrigerant is only recommended when used in a secondary loop. 5.
Influence of isentropic efficiency on the system exhibits the maximum exergy destruction on the compressor and in the condenser for all refrigerant options, including R134a. 6.
By the use of IHX in the system, second law efficiency increased for all refrigerants. The best performance is found using R152a and worst performance is observed using R1234yf.
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